
 
 
 
 
 
 
 
 
 
 
 
 

In  the  spring  of  2007,  the  County  hired  independent 
engineering  firms  to  evaluate  the  county’s  corrections 
facilities.  These evaluations are summarized in the following 
charts. 
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Understanding the Issues 
Current Facility Evaluation – Hamilton Co.  Justice Center

Hamilton Co. 
Justice Center
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Inadequate parking in Sallyport

Overview of HCJC



Exposed electrical and 
telecommunications 
conduit in inmate areas.

Damage to spray-applied 
fireproofing - code-required 
fire resistance.

Understanding the Issues 
Current Facility Evaluation – Queensgate Facility

Queensgate 
Facility

Q
Deterioration of stone 
foundation walls

Non-compliant stairs create 
safety and security
risks for staff and inmates



Deteriorating concrete roof deckWindows do not meet 
detention standards

Understanding the Issues 
Current Facility Evaluation – Reading Road Facility

Reading Road 
Facility
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Exposed electrical and telecommunications 
in the exterior physical fitness area



Egress component does 
not meet ADA or building 
code requirements

Stairs do not meet building 
code requirements

Understanding the Issues 
Current Facility Evaluation – Turning Point Facility

Turning Point 
Facility

T

Windows do not meet 
detention standards.


	save.pdf
	Cole-Russell-Feb07page22-26
	Cole-Russell-Feb07 22.pdf
	Cole-Russell-Feb07 23
	Cole-Russell-Feb07 24
	Cole-Russell-Feb07 25
	Cole-Russell-Feb07 26




